PIPE CLAMP (HOT DIPPED
GALVANIZED) WITH RODS
(STAINLESS 'STEEL —
VERTICAL BLOCKING ALL THREAD 316SS)

FOR 11 1/4'-22 1/2°-30" BENDS
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11 1/4 8 2.0°
22 1/2 11 2.2'
30° 17 2.6’
11 1/4 1 2.2°
22 1/2 25 2.9’
30° 41 3.5
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ALL THREAD 316SS)
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6.1’ VERTICAL BLOCKING
7’8, NOTES: FOR 45" BENDS

8.2’ 1. CONCRETE BLOCKING BASED ON 200 PS| PRESSURE AND
: 2500 PS| CONCRETE.

9.4’ 2. LEAVE BLOCK OPEN OR SHEETED 24 HOURS MINIMUM.

i 3. MEGA—LUG FITTINGS.
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